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Install 4" steel stormwater line 
from existing discharge line to 

equipment enclosure 
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FIGURE 3 

SYSTEM LAYOUT 

Kinder Morgan Liquid Terminals LLC - Linnton Terminal 
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EXISTING 4" 
STEEL 

STORMWATER 
LINE 

CONTAINMENT WALL 
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EXISTING 
WATER 
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TO DOCK 

Install 2" steel water supply line 
from existing supply line to 

equipment enclosure 

Install 4" steel line from end cap 
to equipment enclosure 

(overhead) 
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Install 2" steel line at 
salt tower outlet to 

equipment enclosure 

Replace gaskets (2) on 
existing salt tower 

manways 
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20 FT 

APPROX. SCALE 

SALT 
TOWER 

Install 4" steel line to 
existing flange on salt 

tower inlet 

Run piping above-grade along sidewall of 
oil/water separator (exterior wall) 
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